ITB # 26-408 Hampstead Library Construction Services
Addendum 3

December 15, 2025

To: All Plan Holders

From: Scoftt Spike

General ltems

1. Bid date and fime remain unchanged.

2. Invitation to Bid, paragraph A: The last sentence is revised to read, “A 5% Bid
Bond is required.” The bid bond is not required to be in a separate envelope
from the sealed proposal.

3. The pre-bid meeting minutes were included in Addendum 1; paragraph VIl of
the minutes is revised to read as follows:

VIll.  The following are a few key items:

A. Bid Packages should include items listed in Instructions to Bidders.

B. Sealed Bid Packages are due by the date, time, and location
indicated on the Invitation to Bid, unless modified by addendum.

C. Single Prime Conftract, Bidders must be properly licensed under NCGS,
Chapter 87.

D. 5% Bid Bond is required.

E. Successful bidder will be required to provide 100% Performance and
Payment Bonds.

F. Ownerreserves the right to reject any or all bids and to waive
informalities.

4. The Contractor is responsible for fees for the building permit and sign permit. A
copy of the current Pender County Permitting & Inspections Fee Schedule is
aftached to this addendum.

5. The Contractor is responsible for tap fees. The water utility is Pender County
Utilities, and the sewer utility is Pluris.

6. Water and sewer impact fees have already been paid.

Specification ltems
1. Section 03 3000 - Cast-In-Place Concrete: Revise paragraph 2.7, B to read as
follows:
B. Granular Fill: Provide Aggregate Base Course/Capilary Break materials
as indicated in the geotechnical report. A copy of this report is included
in the project manual.
2. Section 05 1200 - Structural Steel Framing; revise paragraph 1.7-A & B to read as
follows:
A. Fabricator Qualifications: A qualified fabricator that participates in
the AISC Quality Certification Program and is designated an AISC-
Certified Plant Category STD. In lieu of fabricator AISC certification, it is
acceptable for the Contractor to hire a licensed third-party steel
inspector to perform shop inspection and oversee quality control
procedures during fabrication, abiding by AISC requirements.
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Pender County Library, Hompstead Branch
Addendum 3

B. Installer Qualifications: A qualified installer who participates in the
AISC Quality Certification Program or abides by AISC requirements.
3. Section 10 1423 - Panel Signage:
a. Paragraph 2.04-B-1, revise to read as follows:

1. Allow for one emergency evacuation map, 10 inches high x 12 inches

wide. Location to be determined during construction.
b. Paragraph 2.04-C-1, revise to read as follows:

1. Dimensions and number of panels: Allow for one recognition/donor
panel, 24 inches high x 18 inches wide. Location to be determined
during construction.

4. Section 10 1433 - llluminated Cabinet Signage; revise as noted below:
a. Paragraph 2.01-B-1, revise to read as fsollows:

1. Cabinet Sign Frames: Extruded-aluminum frames mitered with
concealed anchors and welded, extrusions 12 inches wide, length and
width of sign as indicated on drawings. Coordinate attachment points
on structural steel posts.

b. Paragraph 2.01-C-1, revise to read as follows:

1. Cabinet Sign Frames: Extruded-aluminum frames mitered with
concealed anchors and welded, extrusions 6 inches wide, fabricated
to shape indicated on drawings.

5. Section 23 0500 — Heating and Air Conditioning, Article 23 0505 Packaged Heat
Pumps, add the following clarification:
a. For SZVAV units, unit's supply air volume shall be variable by changing
airflow in stages to match staging of the unit's compressors.

Drawing ltems
1. Inthe drawing index on sheets G1.0 and CO0.0, please disregard reference to
sheet C3.0. This sheet is not included in the drawing set and is not needed.
Sheet 5.0 Landscape Plan is replaced, see attached revised plan.
Sheet US.1 Site Utility is replaced, see attached revised plan.
Sheet U9.5 Pluris Details 1 is replaced, see attached revised plan.
Sheet M3.0 Mechanical Control Diagrams, please add the following clarification:
a. Packaged Heat Pump Unit - Single Zone VAV & OA Economizer (PHP-1 &
6): Update sequence of operation A. Occupied 3. for Supply Air Fan to
adjust speed in stages to match compressor staging to maintain space
temperature setpoint.

LN

Clarifications
1. All exterior window and door frames are curtain wall, except for the automatic
enfrances.
2. County's vendor to run fiber from handhole to Data Room D1, see Electrical
drawings for info on hand hole and conduit to Data Room.

Approved Substitutions
The following manufacturers have been reviewed and accepted:
1. None at this fime.
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. . FAX: (910) 452-4211
circuitry only; separate from breaker for controls and pump motors. OE\FJ\?VE%E:EAE'%JEQMAP%E;%M
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SHALL HAVE A 2' X 2' X 4" CONCRETE PAD INSTALLED. LANDSCAPE TIMBER - 1 27" PRECAST 254 North Front Street Phone: 910.343.8007
SEE PSID NO. 14 ON SHEET B TO MARK CONNECTION ‘ CONCRETE COLLAR FINISH Suite 201 Fax: 910.343.8088
] in / Wilmington, NC 28401 www.woodseng.com
ELDER VALVE—\ CLEAN OUT—\ 2-0" MIN. 1 J_k
TYP. |-&" g" " = -
T ) 0.125 = s Tal
GFFEEF R R T ‘///\\\//;'\\\/4\./\\,;\‘ <\\/\\>§\ W A R@Th M n h N U
N ’\ 4 - f\\ & . /\\\\\\ B .\\\ 3
8" AIR GAP TR, \/,/ // 4' MIN. SHALL BE DEEPER B . -
508 Villanova Ct 317-509-3268
] =d %%)EQ%R%T %IE)EQI\V]VEI)_FJ | SIFERCEIS\JSD';LIE;]J?;E&;"RE 05" ! 0.062" \ \ \ \ \ \ \ \ Fort Collins, CO 80525 rethinkinglibraries.org
SPECIAL PRIOR APPROVAL T s o OANADUANA QVANAY
AFDEE;rLEER AT:)T#EER | BY ENGINEERING IS REQ'D. | 4.75 307 MIN. //>\<Q/\\///\\<Q/\ \\\\/ \\ \\/ m;\;{ELﬁgx ofDESION, & MAINTENANCE
\ @4"x45° BEND PLAN SECTION "A-A" \//\\\///\\\///\\///\\\ {//\\///\\\///\\ ) RSC ENGINEERING, PLLC
NN N poreAs i Mol za4es
‘ l \/ \/ \/ \/\\ / \/ \ \ - - PHONE: 910.270.9599 ~ FAX: 910.270.9592
GRE-WVC-6HD, CAST IRON OR EQUAL NNV DN Engineering, PLLC  E-Nall: sonya@rscenginesring.com
N /Tﬂ 3 APPROX. WEIGHT 17lbs. /<\\//\\\//\\\/ NS GATE VALVE
VARIABLE SLOPE ‘ ~
_ . o e I 00 Voo SR B Y Y PER FT MIN.
B G RO R 0 | | 0
N/ S AL S AL AR AL
PIPE MATERIAL: \5?\\4;\\4?\\5?\\47\\4?\\4;\ /\\Q
ATER N N NI I RN
SOLVEN;I’TVP:I/IIE:IJ_EI.‘»_;I;\EC 1120 \\/X\\//\\\//\/\\//\\\//\\//\\\//\\\//\\ /\\
A - MECH. |GINT
PSD NO. 13 - HEAVY DUTY CAST IRON VALVE BOX LID J
NOTE: ALL SEVICES FOR SINGLE FAMILY RESIDENCES
AND SINGLE COMMERC|AL STRUCTURES ARE TO BE M
INSTALLED WITH AN ELDER YALVE . NOT TO SCALE

PSD NO. |5 - GATE VALVE DETAIL

NOT TO SCALE

PSD NO. 17A - STANDARD SERVICE CLEAN OUT DETAIL FOR
PAVED AREAS/ CONCRETE DRIVES

NOTES:

EXISTING GROUMND COMPACTELD BACKFILL TO
925% MODIFIED PROCTOR
IF UNDER PAVEMEMNT

SEPARATE METER BASE IS NOT REQUIRED |F PRIVATELY OWNED.

e

ALL CONDUITS TO BASIN SHALL BE INSTALLED TO ENSURE POSITIVE DRAINAGE TOWARD BASIN.
ALL MOUNTING HARDWARE SHALL BE STAINLESS STEEL. Pender County
NUMBER AND SIZE OF CONDUITS INTO BASIN SHALL BE AS REQUIRED BY CONTROLLER Library
MANUFACTURER AND THE NATIONAL ELECTRIC CODE.

ALL CONDUITS TO BE PLUGGED WITH DUCT SEAL AT BOTH ENDS. Hampstead Branch
ALL WIRING FROM THE BASIN (INCLUDING PUMP WIRE AND FLOAT WIRES) SHALL BE CONTINUOUS
TO PUMP CONTROL PANEL (NO SPLICES). 15146 US Hwy 17
COMPACTED PIPE EMBEDMENT 7. CONTRACTOR SHALL SUBMIT SHOP DRAWINGS OF DUPLEX CONTROL PANEL, GENERATOR Hampstead, NC 28443

\\\\\\\\\\\\\\\\\\\\\\\
i

*f/%
-
e
W
Y
%
A
)0
0

A
N

o
A
A
2
A

7
\
/

AN
N
/\\/
\

A

/\\//
Y,
/l//
/
§
0
/,
&

7
Y
¥
08
'\
‘\
i

0
i
7
//\:
i
A
7

A\

7
A
jﬁ*
/
0
N
RN
A

VARIABLE

¥
0
4,>\
A
//\\
/\

CAST IRON VALVE BOX
MARKED SEWER W/

CONCRET DONUT _\

A
A
)
&
"
A
A
Q
75
A
K
N
/<\>
<
&
.
\\/
o

¥
Y
s

a8
N
\\\

\\//
\\\/

7,
)
S

Y/

v
X
7

SLOPE WALLS TO ANGLE OF
REFPOSE OF SOIL OR AS
APPROVED BY THE ENGINEER

%

\
N
W

2
0

D

5,\
"
Y

7
A
"
>/>\
N
A
R
)

\
A
N
X
%
,;}\
%
,,;,/\\
X
A
é/\\
5
<

A
A
//
<
//\;\\\\
o
//\\\
i\\\
N
//i\\j/
%
N
,;)\\/
W
7

77
//\
R
IR
2
N
W
0
Y,
&
)
N

\
%

Y
s

NONGNGNGNNGNS —

N

i
e

S

\\\
5
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. #57 STONE 6" DEEP MINIMUM BUILDER/OWNER TO CONFIRM PROPOSED LAYOUT.

\
U

A

/ EX.10"C-200

2" Son 80 ) 9. ELECTRICAL SERVICE TO STATION SHALL BE 208 VOLT, SINGLE PHASE POWER. soue Date: OCTOBER 20, 2025
or EQUAL UNTIL TO PUMP TRENCH BOTTON 10. CELLULAR AUTO DIALER SHALL BE AS APPROVED BY SEWER PROVIDER.IF REQUIRED. _

OUT OF THE R/W 11. CONTRACTOR SHALL VERIFY THE DEPTH AND LOCATION OF EXISTING UTILITIES TO INSURE THAT Pluris
SETBACKS BY 15A NCAC 02T.0305 (F) CAN BE MET. DETAILS 1

12. THE DEPTH AND LOCATION OF EXISTING FORCE MAIN SHALL BE DETERMINED BY CONTRACTOR

¥ FORCE MAIN

NOTES: AND REVIEWED BY SEWER PROVIDER.

2" STAINLESS I. MINIMUWM BURY DEPTH FOR ALL FORCE MAINS AND GRAVITY LINES IS 36" LUUNLESS SPECIFICALLY

BOLT ON 2 AN Eee Rev. Date Notes

STAINLESS 10"X2" CLOSE NIPPLE
TAPPING SLEEVE _.

Z STANLESS ALLOWED BY THE ENGINEER. ALL LINES SHALLOWER THAN 36" MUST GIVE COMSIDERATION T 13. THE PUMP STATION RIM SHALL BE SEALED. THE CONTROL PANEL AND VENT SHALL BE LOCATED 2

" USING HIGHER PRESSURE AND THICKMNESS CLASSES OF DIP.
GiTEYVELT_%';T / 2. ALL LINES TO BE BEDDED IN 6" OF #57 STONE MINIMUM. FOR LINES INSTALLED BELOWVWY THE ABOVE THE BASE FLOOD ELEVAT'ON
W,

SQUARE NUT MYERS 2” CV-200 Y . S o o o o L T S G N O e R e o ENITAIE. 14. CONTRACTOR SHALL FURNISH MATERIALS AND LABOR CONSISTENT WITH SEWER PROVIDER
CHECK VALVE CONDITIONS IN THE TRENCH. THE CONTRACTOR IS RESPONSIBLE FOR PROPER BEDDING AND APPROVED SPECIFICATIONS.

1 12/10/25 REVISED PUMP STATION DETAILS
AND NOTES

BACKFILLING TO INSURE PIPE STABILITY AND UNIFORM GRADE.
15. NO SEWER APPURTENANCE SHALL BE LOCATED WITHIN 100 FEET OF ANY EXISTING WELL.

TYPICAL LATERAL ASSEMBLY 16. PRIOR TO SCHEDULING THE TAP OF THE SEWER MAIN, ALL PARTS FOR THE TAP

NTS MUST BE VERIFIED TO BE OF PLURIS SANDARD.
PSD NO. 9 - PIPE TRENCH AND BEDDING DETAIL 17. PRIOR TO TAPPING THE SEWER MAIN, THE TAPPING SLEEVE AND GATE VALVE l ' 9 !
n

abmEa L MUST BE PRESURE TESTED, AFTER WHICH THE TAP CAN BE MADE, AND THE
COUPON RETRIEVED.
18. AFTER INSTALLATION OF THE SEWER MAIN AND CHECK VALVE, THEY WILL NEED

REVISION: 12/5/25 CHANGED SIZE OF BASIN, INVERTS OF INLET AND OUTLETS OF BASIN. TO BE PRESSURE TESTED AS WELL.

© 2025 Sawyer Sherwood & Associate - All Rights Reserved




FY 25-26 PERMITTING & INS

PECTIONS FEE SCHEDULE

Building Permits
Manufactured Homes, placement or $300.00
relocation
Modular Homes $350.00
Conventional Structure Relocation $200.00

Sign Permit (excluding temporary signs)

Cost up to $500.00 = $75

Cost from $500.01 and over = $100.00

Residential Conventional Construction Charges

Major Remodel/Upfit

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0067

Decks/Porches — Uncovered

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0175

Commercial Construction Charges

New Construction and Additions

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0040
*Any space within a building that is only
occupied by robotics and exceeds 1 million
sq. ft. is exempt from this fee.

Major Remodel/Upfit

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0175

Shell Buildings

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0028

Decks/Porches - Uncovered

Total sq. ft. X ICC value per sq. ft. X PC cost
recovery factor .0175

Stand Alone Per

mits (All Trades)

Residential

$75.00

Commercial

$100.00

*ICC values based on February 2018 Building

Valuation Table published by the International

Code Council.

Other Permits and Mi

scellaneous Charges

Demolition Permit (residential) $75.00

Demolition Permit (commercial) $100.00

Construction Trailer Setup (includes $200.00
trades)

Administrative Fee $25.00

Change of Contractor Fee $25.00

9/16/2025




FY 25-26 PERMITTING & INSPECTIONS FEE SCHEDULE

Other Permits and Miscellaneous Charges cont’d

Residential Plan Review Exceeding 2,000 $10.00
sq. ft.
Commercial Plan Review $10.00 per hour

ALE Building Inspection $50.00

Day Care Building Inspection $75.00
Insulation Permit $60.00 (energy code requirements)

Pool (Residential — Includes Trades) $175.00

Pool (Commercial — Includes Trades) $250.00

Reinspection Fee $50.00

9/16/2025





